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Interpretation:

required to be bonded.

Field Application:

Metallic gas pipe meets the definition of “Other Metal Piping” and is therefore

» NEC requires other metal piping to be bonded and specifically lists gas piping as
one of the metal piping systems to be bonded.

» Gas piping shall be bonded to the service equipment enclosure, the grounded
conductor at the service, the grounding electrode conductor where of sufficient
size, or to the one or more grounding electrodes used.

» The bonding conductor shall be a minimum # 6 copper, terminated with
approved clamps, and all terminations shall remain accessible.
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